
GENERAL:
GI001 GENERAL INFORMATION & NOTES
- IMPROVEMENT LOCATION SURVEY

CIVIL/LANDSCAPE:
C-001 SITE CONTEXT, STAGING & ACCESS PLAN
CD101 SITE DEMOLITION PLAN
CE101 SITE EROSION & SEDIMENTATION CONTROL PLAN
CE501 SITE EROSION & SEDIMENTATION CONTROL DETAILS
CL101 SITE LAYOUT & MATERIALS PLAN
CL501 SITE DETAILS
CG101 SITE GRADING PLAN
CU101 SITE UTILITY PLAN
CU501 SITE UTILITY DETAILS

ELECTRICAL:
E-001 ELECTRICAL LEGEND & NOTES
ES100 ELECTRICAL SITE POWER PLAN

1. THE SCOPE OF SITE WORK FOR THIS PROJECT INCLUDES PROTECTION OF EXISTING 
STRUCTURES AND UTILITIES, AND REINSTATEMENT OF DISTURBED AREAS OF THE SITE TO 
MATCH EXISTING CONDITIONS.  THE EXISTING CONDITIONS SHOWN ON THE PROJECT 
DRAWINGS ARE TAKEN FROM RECORD DRAWINGS AND HISTORICAL INFORMATION.  THE 
CONTRACTOR SHALL REVIEW THE DRAWINGS AND SITE CONDITIONS PRIOR TO THE START 
OF WORK AND CONTACT THE PROJECT ARCHITECT IMMEDIATELY IF DISCREPANCIES ARE 
FOUND.

2. EXISTING UNDERGROUND UTILITIES HAVE BEEN LOCATED FROM HISTORICAL RECORDS AND 
PREVIOUS DESIGN DRAWINGS.  NO GUARANTEE IS MADE THAT THE UTILITIES SHOWN WILL 
BE FOUND IN THE LOCATIONS INDICATED, OR THAT THE INFORMATION SHOWN IS 
COMPLETE.  INFORMATION ON EXISTING UTILITY LOCATIONS IS PROVIDED FOR REFERENCE 
ONLY AND THE CONTRACTOR SHALL BE RESPONSIBLE FOR CONFIRMING EXISTING UTILITY 
LOCATIONS AND DEPTHS AND COORDINATING THE WORK ACCORDINGLY.

3. THE CONTRACTOR SHALL UNDERTAKE TEST PITS AT THE SITE AND ENGAGE PRIVATE UTILITY
DETECTION SERVICE, AS NECESSARY, TO ACCURATELY IDENTIFY UTILITIES IN ORDER TO 
EFFICIENTLY PLAN AND COMPLETE THE WORK.

4. THE CONTRACTOR SHALL PROTECT EXISTING STRUCTURES AND UTILITIES ADJACENT TO 
THE WORK.  ANY DAMAGE TO EXISTING STRUCTURES, ROADS, SIDEWALKS, UTILITIES, OR 
OTHER SITE FEATURES CAUSED BY THE WORK SHALL BE REPAIRED BY THE CONTRACTOR AT
NO COST TO THE OWNER.

5. ANY UTILITY REPAIRS OR RECONFIGURATION REQUIRED AS PART OF THIS PROJECT SHALL 
CONFORM TO THE STANDARDS AND SPECIFICATIONS OF THE AUTHORITY HAVING 
JURISDICTION.

6. TEMPORARY WORKS, SUPPORT AND PROTECTION OF STRUCTURES ARE THE 
RESPONSIBILITY OF THE CONTRACTOR AND THE COSTS SHALL BE CONSIDERED INCIDENTAL
TO THE OVERALL PROJECT SUM.

7. ALL WORK SHALL BE UNDERTAKEN IN STRICT ACCORDANCE WITH LOCAL, STATE AND 
FEDERAL SAFETY STANDARDS.

8. OPEN EXCAVATIONS AND WORK AREAS SHALL BE CLEARLY DELINEATED AND FENCED, AS 
NECESSARY TO PREVENT UNAUTHORIZED ACCESS

9. DRIVEWAYS, WALKWAYS AND ENTRANCES SERVING PREMISES SHALL BE KEPT CLEAR AND 
AVAILABLE TO OWNER, OWNER'S EMPLOYEES, AND EMERGENCY VEHICLES, AS NECESSARY 
TO MAINTAIN THE FUNCTION OF THE FACILITY.  COORDINATE ALL WORK WITH OWNER TO 
ENSURE THAT ADEQUATE ACCESS AND CIRCULATION IS MAINTAINED AT ALL TIMES.

10. DE-WATERING, IF NECESSARY, SHALL BE UNDERTAKEN IN ACCORDANCE WITH LOCAL, STATE
AND FEDERAL STANDARDS. NO DISCHARGE OF SEDIMENT LADEN RUNOFF TO SURFACE 
WATERS, OR THE PIPED STORM DRAIN SYSTEM AT THE SITE SHALL BE ALLOWED.

11. ALL DISTURBED PAVEMENT AREAS, ROADS AND SIDEWALKS SHALL BE REINSTATED TO 
MATCH EXISTING GRADES, MATERIALS AND DEPTHS.

12. EXISTING PAVEMENT SHALL BE SAW-CUT AT LEAST TWELVE INCHES INTO SOUND MATERIAL 
TO PROVIDE A CLEAN, STRAIGHT EDGE BETWEEN EXISTING SOUND SURFACE MATERIAL AND
THE REPAIRED AREA.

13. A SMOOTH TRANSITION SHALL BE PROVIDED BETWEEN REPAIR WORKS AND EXISTING 
PAVEMENT.  ALL REINSTATED AREAS SHALL BE GRADED TO PITCH UNIFORMLY TO ENSURE 
POSITIVE DRAINAGE.
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REMOVE AND DISPOSE TRACK SURFACING & ASPHALT
PAVEMENT.  TRACK SECTION BASE MATERIAL TO BE SALVAGED
AND RE-USED UNDER SYNTHETIC TURF FIELD (TYP.)

REMOVE ASPHALT WALK (TYP.)

REMOVE LONG JUMP & POLE VAULT
LANES/LANDING AREAS/PITS

REMOVE NATURAL GRASS
ATHLETIC FIELD & ASSOCIATED

TOPSOIL & IRRIGATION

FINE/CLEAN SAWCUT ON
EDGE OF TRACK

FINE/CLEAN SAWCUT
ON EDGE OF TRACK

EXISTING
SECTION OF

TRACK & 'D-AREA'
TO REMAIN

REMOVE LIGHT POLE & ASSOCIATED
ELECTRICAL; REMOVE, SALVAGE, & DELIVER

FIXTURES TO OWNER (TYP. OF 6)

CONCRETE CONTAINMENT
CURB TO REMAIN

SAWCUT PAVEMENT TO ACCOMMODATE
DRAINAGE TRENCH.  BACKFILL WITH DENSE

GRADE AFTER INSTALLATION OF PIPE

REMOVE AND DISPOSE OF EXISTING
DRAINAGE STRUCTURE.  (SEE CU101
FOR REPLACEMENT STRUCTURE).

PROTECT EX. 15" DRAIN TO REMAIN

ABANDON EX. 15" DRAIN TO PLACE

REMOVE EX. HEADER PIPE IN FIELD.
BACKFILL WITH APPROVED ON-SITE BORROW
MATERIAL OR APPROVED BANK RUN GRAVEL

REMOVE ALL DRAINAGE AND STRUCTURES
ASSOCIATED WITH LONG JUMP & POLE
VAULT LANES/LANDING AREAS/PITS

REMOVE DRAINAGE STRUCTURES & PIPING WITHIN FIELD;
BACKFILL WITH APPROVED ON-SITE BORROW MATERIAL
OR APPROVED BANK RUN GRAVEL

PROTECT EX. YARD DRAIN TO REMAIN;  PLUG
INVERT OUT OPENING; RE-USE 12" (SW)
INVERT FOR NEW INVERT OUT;  SEE CU101.

PROTECT EX. YARD DRAIN TO REMAIN.  ADJUST
INVERT OUT TO ACCOMMODATE NEW 12" HDPE PIPE

REMOVE EX. HEADER PIPE IN FIELD.
BACKFILL WITH APPROVED ON-SITE BORROW
MATERIAL OR APPROVED BANK RUN GRAVEL

SECTION OF EX. GUARDRAIL TO BE
REMOVED FOR CONSTRUCTION OF
EMERGENCY ACCESS DRIVE

REMOVE, SALVAGE, &
REINSTALL SCOREBOARD; SEE

DRAWING CL101 FOR LOCATION

REMOVE ASPHALT CURB

FINE/CLEAN SAWCUT (TYP.)

FINE/CLEAN SAWCUT (TYP.)

REMOVE PAVEMENT

REMOVE ASPHALT CURB

REMOVE PAVEMENT
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NOTES:

1. PREPARE SOIL BEFORE INSTALLING BLANKETS, INCLUDING APPLICATION OF LIME, FERTILIZER, AND SEED.
NOTE: WHEN USING CELL-O-SEED DO NOT SEED PREPARED AREA. CELL-O-SEED MUST BE INSTALLED WITH
PAPER SIDE DOWN.

2. BEGIN AT THE TOP OF THE SLOPE BY ANCHORING THE BLANKET IN 6" DEEP X 6" WIDE TRENCH.  BACKFILL
AND COMPACT THE TRENCH AFTER STAPLING.

3. ROLL THE BLANKETS (A) DOWN OR (B) HORIZONTALLY ACROSS THE SLOPE.

4. THE EDGES OF PARALLEL BLANKETS MUST BE STAPLED WITH APPROXIMATELY 2" OVERLAP.  REFER TO
GENERAL STAPLE PATTERN GUIDE FOR CORRECT STAPLE PATTERN RECOMMENDATIONS FOR SLOPE
INSTALLATIONS.

5. WHEN BLANKETS MUST BE SPLICED DOWN THE SLOPE, PLACE BLANKETS END OVER END (SHINGLE STYLE)
WITH APPROXIMATELY 4" OVERLAP. STAPLE THROUGH OVERLAPPED AREA, APPROXIMATELY 12" APART.

6. EROSION CONTROL BLANKET SHALL BE 100% BIODEGRADABLE DOUBLE MESH NET BLANKET WITH 100%
COCONUT FIBER MATRIX AND ORGANIC JUTE NETTING.  CONTROL BLANKET FOR USE IN CHANNELS SHALL
BE NORTH AMERICAN GREEN® BIONET® C125-BN™, EAST COAST EROSION BLANKETS ECC-2B OR
APPROVED EQUAL.

SECTION A SECTION B

SECTION A

SECTION B

TOP VIEW

TOE-IN INSTALLATION METHODSJOINING SECTIONS

SUPPORT
NET & POLE

FILTER FABRIC

BACKFILL

6" x 6" TRENCH

NATIVE
SOIL

SUPPORT
NET & POLE
FILTER FABRIC

BACKFILL

FLOW

NATIVE
SOIL

POLE

POLE

POLES
COUPLER

PLAN

NOTES:

PROFILE

50'-0" (MINIMUM)

1. THE PURPOSE IS TO REMOVE MUD FROM TIRES OF CONSTRUCTION VEHICLES.

2. WHEN STONE BECOMES CLOGGED AND INEFFECTIVE, TOPDRESS WITH 3" OF NEW STONE OR REPLACE ENTIRE PAD.

3. MINIMUM SIZE OF STONE SHALL BE 3" CRUSHED STONE.  MINIMUM THICKNESS SHALL BE 6".

4. IF TIRE WASHING IS REQUIRED, WASH WATER SHALL DRAIN INTO AN APPROVED SEDIMENT TRAPPING DEVICE.

5. REMOVE ENTIRE SYSTEM AT COMPLETION OF THE PROJECT, AND RESTORE TO ORIGINAL CONDITION.

3' WIDE
MOUNTABLE BERM

WOVEN GEOTEXTILE FABRIC, MIRAFI
500X OR APPROVED EQUAL

10'-0"
MIN. (TYP.)

10'-0"
FLARE (TYP.)

M
IN

. 10'
10'-0"

FLARE (TYP.)

6" M
IN

IM
U

M
 D

EPTH
 STO

N
E

TEMPORARY EROSION AND SEDIMENTATION CONTROL MEASURES INCLUDE THE USE OF STABILIZED
CONSTRUCTION ACCESS DRIVE, SILTATION FENCE, RIPRAP STONE, GEOTEXTILE FABRIC, CRUSHED STONE
WORKING PADS, CATCH BASIN SEDIMENT COLLECTION BAGS, EROSION CONTROL BLANKET, AND TEMPORARY
SEEDING AND MULCHING AS REQUIRED.  PERMANENT DEVICES INCLUDE STORMWATER MANAGEMENT BMPS,
THE USE OF RIP RAP AT EXPOSED STORM DRAIN AND CULVERT INLETS AND OUTLETS, RIP RAPPED SLOPES,
AND PERMANENT VEGETATION.

THE CONTRACTOR SHALL FAMILIARIZE HIMSELF WITH ALL APPLICABLE CRITERIA AND CONDITIONS OF THE
PERMIT ISSUED BY AN AUTHORITY HAVING JURISDICTION (AHJ) PRIOR TO BEGINNING ANY WORK AT THE SITE.

GENERAL
1. IT IS ANTICIPATED THAT CONSTRUCTION MAY BEGIN AS SOON AS POSSIBLE FOLLOWING RECEIPT OF

NECESSARY PERMITS.  CONSTRUCTION SCHEDULE TO BE APPROVED BY OWNER PRIOR TO MOBILIZATION.

2. ALL SOIL EROSION AND SEDIMENT CONTROL MEASURES SHALL BE CONSTRUCTED AND MAINTAINED IN
ACCORDANCE WITH THE 2004 CONNECTICUT STORMWATER  QUALITY MANUAL; PER CT D.E.E.P
REQUIREMENTS, OR AS CURRENTLY REVISED, OR U.S. ENVIRONMENTAL PROTECTION AGENCY
PUBLICATION 832/R-92-005 (SEPTEMBER, 1992) STORM WATER MANAGEMENT FOR CONSTRUCTION,
CHAPTER 3, WHICHEVER IS MORE STRINGENT.

3. ANY ADDITIONAL EROSION AND SEDIMENTATION CONTROL DEEMED NECESSARY BY THE OWNER'S
REPRESENTATIVE AND/OR MUNICIPAL OFFICIALS SHALL BE INSTALLED BY THE CONTRACTOR.

4. THE CONTRACTOR IS RESPONSIBLE FOR ALL FINES RESULTING FROM EROSION OR SEDIMENTATION
FROM THE SITE TO SURROUNDING PROPERTIES, WATER BODIES, OR WETLANDS AS A RESULT OF THIS
PROJECT.

5. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE REPAIR/REPLACEMENT/MAINTENANCE OF ALL
EROSION CONTROL MEASURES UNTIL ALL DISTURBED AREAS ARE STABILIZED TO THE SATISFACTION OF
THE ABOVE PERSONNEL. DESCRIPTIONS OF ACCEPTABLE PERMANENT STABILIZATION FOR VARIOUS
COVER TYPES FOLLOWS:

A. FOR SEEDED AREAS, PERMANENT STABILIZATION MEANS A 90% COVER OF THE DISTURBED AREA
WITH MATURE, HEALTHY PLANTS WITH NO EVIDENCE OF WASHING OR RILLING OF THE TOPSOIL.

B. FOR SODDED AREAS, PERMANENT STABILIZATION MEANS THE COMPLETE BINDING OF THE SOD
ROOTS INTO THE UNDERLYING SOIL WITH NO SLUMPING OF THE SOD OR DIE-OFF.

C. FOR MULCHED AREAS, PERMANENT MULCHING MEANS TOTAL COVERAGE OF THE EXPOSED AREA
WITH AN APPROVED MULCH MATERIAL.  EROSION CONTROL MIX MAY BE USED AS MULCH FOR 
PERMANENT STABILIZATION ACCORDING TO THE APPROVED APPLICATION RATES AND LIMITATIONS.

D. FOR AREAS STABILIZED WITH RIP RAP, PERMANENT STABILIZATION MEANS THAT SLOPES STABILIZED
WITH RIP RAP HAVE AN APPROPRIATE BACKING OF A WELL-GRADED GRAVEL OR APPROVED
GEOTEXTILE TO PREVENT SOIL MOVEMENT FROM BEHIND THE RIP RAP.  STONE MUST BE SIZED
APPROPRIATELY.

E. PAVED AREAS: FOR PAVED AREAS, PERMANENT STABILIZATION MEANS THE PLACEMENT OF THE
COMPACTED GRAVEL SUBBASE IS COMPLETED.

6. REINFORCED VEGETATED SLOPES SHALL BE CONSTRUCTED WITH SUITABLE ON-SITE SOIL MATERIAL
COMPACTED IN MAXIMUM EIGHT INCH LIFTS TO 90% MAXIMUM DRY DENSITY.  THE SURFACE SHALL BE
SEEDED AND IMMEDIATELY COVERED WITH A 100% BIODEGRADABLE DOUBLE NET EROSION BLANKET
(AMERICAN GREEN BIONET C-125BN, EAST COAST EROSION BLANKETS ECC-2B, OR APPROVED EQUAL).

GEOTEXTILE NOTES
1. GEOTEXTILE SEPARATION FABRIC SHALL BE A WOVEN GEOTEXTILE WITH AN APPARENT OPENING SIZE

OF 40 (US STANDARD SIEVE) (PER ASTM D4751) THAT MEETS THE REQUIREMENTS FOR A CLASS 2
SEPARATION GEOTEXTILE PER AASHTO M288.96.  GEOTEXTILE SEPARATION FABRIC SHALL BE MIRAFI®
500X OR APPROVED EQUAL. REFER TO SPECIFICATION SECTION 312000, 2.2, D.

2. GEOTEXTILE DRAINAGE FABRIC SHALL BE A NONWOVEN GEOTEXTILE MANUFACTURED FOR USE IN
SUBSURFACE DRAINAGE APPLICATIONS.  THE MATERIAL SHALL HAVE AN APPARENT OPENING SIZE OF
70 (US STANDARD SIEVE) (PER ASTM D4751), A PERMITTIVITY OF 1.8/SEC OR GREATER (PER ASTM
D4491-99A) AND RETAIN A MINIMUM OF 70% STRENGTH AT 500 HOURS UV EXPOSURE (PER ASTM
D4355).  GEOTEXTILE DRAINAGE FABRIC SHALL BE MIRAFI® 140N, CONTECH® C-35NW, OR APPROVED
EQUAL. REFER TO SPECIFICATION SECTION 312000, 2.2, C.

DEWATERING NOTES
1. CONTRACTOR SHALL EMPLOY A DEWATERING SYSTEM THAT ACHIEVES THE FOLLOWING FUNCTIONS

DURING CONSTRUCTION:

A.  DEVELOP A SUBSTANTIALLY DRY & STABLE SUBGRADE DURING EXECUTION OF THE WORK.

B.  PREVENT DAMAGE TO STRUCTURES ADJACENT TO THE WORK.

C.  RETAIN SEDIMENTS ON-SITE & WITHIN THE WORK AREA. DEWATERING OPERATIONS SHALL BE
  SUSPENDED IF THE TURBIDITY OF DISCHARGES TO THE DOWNSTREAM DRAINAGE SYSTEM IS
  INCREASED ABOVE AMBIENT LEVELS.

2. FLOCCULANTS MAY BE USED TO CONTROL THE TURBIDITY OF DISCHARGE WATER. REFER TO THE 2004
CONNECTICUT STORMWATER QUALITY MANUAL, PER D.E.E.P REQUIREMENTS,  FOR RECOMMENDATIONS
& SPECIFICATIONS.

3. SURFACE WATER ENTERING THE CONSTRUCTION SITE SHALL BE INTERCEPTED & DIVERTED AROUND THE
WORK AREA THROUGH THE USE OF DIKES, CURB WALLS, DITCHES, SUMPS, PUMPING, OR OTHER
APPROVED MEANS.

4. ANY ENFORCEMENT ACTIONS OR FINES RESULTING FROM THE IMPROPER DISCHARGE OF TURBID WATER
SEDIMENT TO DOWNSTREAM AREAS SHALL BE THE SOLE RESPONSIBILITY OF THE CONTRACTOR.

5. DIRT BAGS & TEMPORARY DEWATERING PONDS SHALL BE CONSTRUCTED & MAINTAINED AS NEEDED TO
CAPTURE & TREAT PUMPATE FROM DEWATERED AREAS.

EROSION AND SEDIMENTATION CONTROL MEASURES
1. PRIOR TO THE BEGINNING OF CONSTRUCTION, THE TEMPORARY CONSTRUCTION EXIT AND PERIMETER

EROSION CONTROLS SHALL BE INSTALLED AS SHOWN ON THE PLANS OR AS DIRECTED BY THE OWNER'S
REPRESENTATIVE.  IT IS THE INTENT THAT EROSION CONTROL MEASURES BE INSTALLED DOWN GRADIENT
OF ALL DISTURBED AREAS OF THE SITE. SOIL EROSION & SEDIMENTATION CONTROLS SHALL BE
INSPECTED IMMEDIATELY AFTER EACH RAINFALL AND AT LEAST DAILY DURING PROLONGED RAINFALL.
ANY REQUIRED REPAIRS WILL BE MADE IMMEDIATELY.  SEDIMENT DEPOSITS SHALL BE PERIODICALLY
REMOVED FROM THE UPSTREAM SIDE OF THE SILT BARRIERS.  THIS SEDIMENT WILL BE SPREAD AND
STABILIZED IN AREAS OF THE SITE NOT SUBJECT TO EROSION.  SILT FENCE SHALL BE REPLACED AS
NECESSARY TO PROVIDE PROPER FILTERING ACTION.  IF THERE ARE SIGNS OF UNDERCUTTING AT THE
CENTER OR THE EDGES, OR IMPOUNDING OF LARGE VOLUMES OF WATER BEHIND THEM, THEY WILL BE
REPLACED WITH A TEMPORARY CRUSHED STONE CHECK DAM.

2. ALL CATCH BASINS, NEW OR EXISTING, THAT MAY RECEIVE RUNOFF FROM DISTURBED AREAS MUST BE
PROTECTED DURING CONSTRUCTION.

3. REMOVAL OF SOD, TREES, BUSHES AND OTHER VEGETATION AND SOIL DISTURBANCE WILL BE KEPT TO A
MINIMUM WHILE ALLOWING PROPER SITE DEVELOPMENT.

4. GRUBBINGS AND ANY UNUSABLE TOPSOIL SHALL BE STRIPPED AND REMOVED FROM THE PROJECT SITE
AND DISPOSED OF IN AN APPROVED MANNER.

TEMPORARY STABILIZATION
1. MULCH ALL AREAS SEEDED SO THAT SOIL IS NOT VISIBLE THROUGH THE MULCH

REGARDLESS OF THE APPLICATION RATE.

2. DITCH LININGS, STONE CHECK DAMS, AND RIP RAP INLET AND OUTLET PROTECTION SHALL
BE INSTALLED WITHIN 48 HOURS OF COMPLETING THE GRADING OF THAT SECTION OF DITCH
OR INSTALLATION OF CULVERT.

3. RIP RAP REQUIRED AT CULVERTS AND STORM DRAIN INLETS AND OUTLETS SHALL CONSIST
OF FIELD STONE OR ROUGH UNHEWN QUARRY STONE OF APPROXIMATELY RECTANGULAR
SHAPE.

4. EROSION CONTROL BLANKET SHALL BE INSTALLED ON ALL PERMANENT SLOPES STEEPER
THAN 15%, IN THE BASE OF DITCHES NOT OTHERWISE PROTECTED, AND ANY DISTURBED
AREAS WITHIN 100 FEET OF A PROTECTED NATURAL RESOURCE (E.G. WETLANDS AND WATER
BODIES).  EROSION CONTROL BLANKET SHALL BE INSTALLED IN ACCORDANCE WITH
MANUFACTURER'S RECOMMENDATIONS.

5. TEMPORARY CONTROL MEASURES, SUCH AS SILT FENCE, SHALL BE REMOVED WITHIN 30
DAYS AFTER PERMANENT STABILIZATION IS ATTAINED.

HOUSEKEEPING
1. SPILL PREVENTION.  CONTROLS MUST BE USED TO PREVENT POLLUTANTS FROM

CONSTRUCTION AND WASTE MATERIALS STORED ON-SITE, INCLUDING STORAGE PRACTICES
TO MINIMIZE EXPOSURE OF THE MATERIALS TO STORM WATER, AND APPROPRIATE SPILL
PREVENTION, CONTAINMENT, AND RESPONSE PLANNING AND IMPLEMENTATION.

2. FUGITIVE SEDIMENT AND DUST.  ACTIONS MUST BE TAKEN TO ENSURE THAT ACTIVITIES DO
NOT RESULT IN NOTICEABLE EROSION OF SOILS OR FUGITIVE DUST EMISSIONS DURING OR
AFTER CONSTRUCTION.  OIL MAY NOT BE USED FOR DUST CONTROL.

3. DEBRIS AND OTHER MATERIAL.  LITTER, CONSTRUCTION DEBRIS, AND CONSTRUCTION
CHEMICALS EXPOSED TO STORM WATER, MUST BE PREVENTED FROM BECOMING A
POLLUTANT SOURCE.

4. COMPLY WITH THE REQUIREMENTS OF CONSTRUCTION WASTE MANAGEMENT
SPECIFICATION SECTION, FOR REMOVAL AND DISPOSAL OF CONSTRUCTION DEBRIS AND
WASTE.

5. TRENCH OR FOUNDATION DE-WATERING.   THE COLLECTED WATER REMOVED FROM THE
PONDED AREA, EITHER THROUGH GRAVITY OR PUMPING, MUST BE SPREAD THROUGH
NATURAL WOODED BUFFERS OR REMOVED AREAS THAT ARE SPECIFICALLY DESIGNATED TO
COLLECT THE MAXIMUM AMOUNT OF SEDIMENT POSSIBLE, LIKE A COFFER DAM
SEDIMENTATION BASIN.  AVOID ALLOWING THE WATER TO FLOW OVER DISTURBED AREAS OF
THE SITE.

INSPECTION AND MAINTENANCE
1. INSPECT DISTURBED AND IMPERVIOUS AREAS, EROSION AND STORM WATER CONTROL

MEASURES, AREAS USED FOR STORAGE THAT ARE EXPOSED TO PRECIPITATION, AND
LOCATIONS WHERE VEHICLES ENTER OR EXIT THE SITE AT LEAST ONCE A WEEK AND BEFORE
AND AFTER A STORM EVENT, PRIOR TO COMPLETION OF PERMANENT STABILIZATION.  THE
IDENTITY OF THE INSPECTOR MUST BE RECORDED ON THE LOG.  IF BEST MANAGEMENT
PRACTICES (BMPS) NEED TO BE MODIFIED OF IF ADDITIONAL BMPS ARE NECESSARY,
IMPLEMENTATION MUST BE COMPLETED WITHIN 7 CALENDAR DAYS AND PRIOR TO ANY
STORM EVENT (RAINFALL).  ALL MEASURES MUST BE MAINTAINED IN EFFECTIVE OPERATING
CONDITION UNTIL AREAS ARE PERMANENTLY STABILIZED.

2. AN INSPECTION AND MAINTENANCE LOG MUST BE KEPT SUMMARIZING THE DETAILS OF THE
INSPECTION, NAME AND QUALIFICATIONS OF THE PERSON PERFORMING THE INSPECTION,
DATE, AND MAJOR OBSERVATIONS RELATING TO OPERATION OF EROSION AND
SEDIMENTATION CONTROLS AND POLLUTION PREVENTION MEASURES. MAJOR
OBSERVATIONS MUST INCLUDE:  BMPS THAT NEED TO BE MAINTAINED, LOCATION(S) OF
BMPS THAT FAILED TO OPERATE AS DESIGNED OR PROVED INADEQUATE FOR A PARTICULAR
LOCATION, AND LOCATION(S) WHERE ADDITIONAL BMPS ARE NEEDED THAT DID NOT EXIST
AT THE TIME OF THE INSPECTION. FOLLOW-UP TO CORRECT DEFICIENCIES OR ENHANCE
CONTROLS MUST ALSO BE INDICATED IN THE LOG AND DATED, INCLUDING WHAT ACTION
WAS TAKEN AND WHEN.

3. ANY SOIL TRACKED ONTO ADJACENT PUBLIC STREETS BY CONSTRUCTION TRAFFIC SHALL BE
CLEARED AND SWEPT ON A DAILY BASIS.

4. ANY AND ALL MAINTENANCE, REPLACEMENT AND REPAIR OF EROSION CONTROL MEASURES
TO MEET REGULATION REQUIREMENTS OR FIELD CONDITIONS FOR THE PROJECT SHALL BE
CONSIDERED INCIDENTAL TO THE CONTRACT COST.

5. THE CONTRACTOR SHALL MAKE ALLOWANCE FOR CLEANING, OR REPLACEMENT OF
STABILIZED OUTLETS, CHANNELS AND OTHER CONVEYANCES THAT BECOME CONTAMINATED
WITH SEDIMENT DURING CONSTRUCTION.

6. SPARE EROSION CONTROL MATERIALS INCLUDING 200 FEET OF SILT FENCE, 20 HAYBALES
AND 10 CUBIC YARDS OF STONE SHALL BE STORED ON SITE FOR EMERGENCY USE DURING
DEVELOPMENT OF THE PROJECT.

7. THE CONSTRUCTION COMPANY, GENERAL CONTRACTOR AND OWNER SHALL MEET WITH THE
TOWN ENGINEER TO REVIEW THE PROPOSED WORK PRIOR TO THE COMMENCEMENT OF ANY
GRADING, CLEARING OR CONSTRUCTION ACTIVITIES.

CONSTRUCTION SEQUENCE
1. CONSTRUCTION SHALL COMMENCE WITH INSTALLATION OF PERIMETER EROSION CONTROLS

AND STABILIZED CONSTRUCTION ENTRANCES AND ROADS.

2. STABILIZED OUTLETS SHALL BE CONSTRUCTED IN ALL AREAS OF FUTURE CONCENTRATED
STORMWATER FLOW PRIOR TO THE DIRECTION OF FLOW TO THESE AREAS.

3.      FINAL CONSTRUCTION SCHEDULE & SEQUENCE WILL BE REVIEWED WITH OWNER PRIOR TO
MOBILIZATION.

5. ANY SUITABLE TOPSOIL WILL BE STRIPPED AND STOCKPILED FOR REUSE IN FINAL 
GRADING.  TOPSOIL WILL BE STOCKPILED IN A MANNER SUCH THAT NATURAL 
DRAINAGE IS NOT OBSTRUCTED AND NO OFF-SITE SEDIMENT DAMAGE WILL RESULT.  IF
A STOCKPILE IS NECESSARY, THE SIDE SLOPES OF THE TOPSOIL STOCKPILE WILL 
NOT EXCEED 2:1.  TOPSOIL STOCKPILES WILL BE TEMPORARILY SEEDED WITH RYE, 
ANNUAL OR PERENNIAL RYE GRASS WITHIN 7 DAYS OF FORMATION, OR TEMPORARILY
MULCHED IF SEEDING CANNOT BE DONE WITHIN THE RECOMMENDED SEEDING DATES.

6. TEMPORARY DIVERSION BERMS AND DRAINAGE SWALES SHALL BE CONSTRUCTED AS
NECESSARY.

7. TEMPORARY STABILIZATION SHALL BE CONDUCTED WITHIN 7 DAYS OF INITIAL 
DISTURBANCE OF SOILS, PRIOR TO ANY RAIN EVENT, AND PRIOR TO ANY WORK SHUT 
DOWN LASTING MORE THAN ONE DAY.  TEMPORARY STABILIZATION INCLUDES SEED, 
MULCH, OR OTHER NON-ERODABLE COVER.

8. TEMPORARY SEEDING: SEE SPECIFICATIONS.

1. CATCH BASIN PROTECTION TO BE "SILTSACK" (BY ACF ENVIRONMENTAL) OR "STREAM
GUARD"  (BY FOSS ENVIRONMENTAL SERVICES).

2. INSERT TO BE EMPTIED IN AN APPROVED MANNER WHEN IT IS 1/2 FULL OF SEDIMENT.

3. INSPECT INSERT AFTER ALL RAINFALL EVENTS, REPAIR AND MAINTAIN AS REQUIRED.

NOTES:
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NOTES:
1. SPACE NET POLES PER MANUFUFACTER'S
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2. NET, PULLEY & HOIST SYSTEM SHALL BE MODEL
TFBSS, AS MANUFACTURED BY SPORTSFIELD
SPECIALTIES INC., OR APPROVED EQUAL.

3. SPORTS NET TO BE 1 3/4" SYNTHETIC
REINFORCED BLACK NYLON MESH. NET TO
INCLUDE 5/16" PERIMETER CORD AND BOTTOM
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4. ALL FASTENERS TO BE STAINLESS STEEL.
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BE ZINC PLATED OR EQUIVALENT.
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6" x 6" CONCRETE COLLAR; ADHERE
SYNTHETIC TURF TO COLLAR

DYNAMIC STONE BASE; SEE DETAIL
XX & XX/CI501 FOR SYNTHETIC
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CLEANOUT: 8" ROUND SOLID COVER;
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SAND (ASTM C-33) (INITIAL BACKFILL)

BACKFILL OR CLEAN FILL

TRENCH WALLS MAY BE SLOPED
BACK PER OSHA REQUIREMENTS
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SHEETING, SHORING & BRACING
PER OSHA REQUIREMENTS

SEE CI101 & CI102 FOR FINISH
GRADE MATERIALS (TYP.)
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MAX. 4 COURSES
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CONCRETE BENCH

PRECAST CONCRETE RINGS

COMPACTED GRAVEL

MORTAR

1/2" THICK MORTAR PARGING
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18.0"

5/8"x10'-0" COPPER
CLAD GROUND ROD (TYP.)

4" CONCRETE COLLAR - FACTORY
INSTALLED TURF TO MATCH
EXISITING NATURAL GRASS

MODEL 3551 PLUS COMMBOX BY
SPORTSFIELD SPECIALTIES OR
EQUAL; RE: SPECIFICATIONS

DIVIDER PLATE
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GFCI RECEPTACLE

PLAN VIEW
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GASKET

CORNER GUSSET
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REDUCING WYE CONNECTION
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VALVE BOX
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(4" WIDTH)
CONCRETE ANCHOR CURB
(6" WIDTH)

4" PVC CLEANOUT PIPE W/
VENTED CAP

VALVE BOX W/ COVER TO ACCEPT
SYNTHETIC TURF; FILL HALF OF VALVE
BOX W/ 3/4" CRUSHED STONE

6" x 6" CONCRETE COLLAR; ADHERE
SYNTHETIC TURF TO TOP OF COLLAR
PLACE VALVE BOX ON LEVELING
BRICKS AS REQUIRED

COORDINATE BOX COVER
RECESS DEPTH WITH SPECIFIC
SYNTHETIC TURF SYSTEMS

NOTE:

A

PLAN

A-A
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 W

12"
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SLOPE
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2:1

2:1
FLAT

COLLECTOR PIPE
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GENERAL NOTES:

1.

INDICATE THEIR INCORPORATION IN THE DESIGN.

GENERAL NOTE

ON THIS SHEET ARE FOR REFERENCE ONLY AND DO NOT 

FOR THIS PROJECT.  SYMBOLS AND ABBREVIATIONS SHOWN

BE CONSIDERED AS APPLICABLE TO ALL ELECTRICAL DRAWINGS

ALL GENERAL NOTES, SYMBOL LISTS, AND DETAILS ARE TO

ABBREVIATIONS

1. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH NFPA-70, NATIONAL

ELECTRICAL CODE (NEC).

2. ALL MOTOR SAFETY SWITCHES, DISCONNECTS AND MOTOR STARTERS ARE PROVIDED

BY DIVISION 260000 UNLESS NOTED AS FURNISHED WITH EQUIPMENT (FWE).

3. AN EQUIPMENT GROUNDING CONDUCTOR SHALL BE INSTALLED WITH EVERY FEEDER

AND BRANCH CIRCUIT.

4. CONVENIENCE RECEPTACLES SHALL BE COMMERCIAL GRADE GROUNDING TYPE

NEMA 5-20R, SIDE WIRED, TAMPER RESISTANT. LEVITON, PASS AND SEYMOUR OR

APPROVED EQUAL.  COORDINATE COLOR WITH ARCHITECT.

5. PROVIDE WALL PLATES FOR ALL WIRING DEVICES GALVANIZED STEEL.

6. ALL WIRING SHALL BE 600V, COPPER WITH THHN/THWN INSULATION. SERVICE

ENTRANCE CONDUCTORS SHALL HAVE XHHW INSULATION.

7. SITE POLES SHALL BE ROUND STRAIGHT ALUMINUM, SHALL BE FROM THE SAME

MANUFACTURER AS THE LIGHT FIXTURE AND SHALL MATCH THE FINISH OF THE

FIXTURE.

8. BASIS OF DESIGN FOR THE FIELD LIGHTING SYSTEM IS A MUSCO SYSTEM. ANY

CHANGES TO DESIGN DUE TO ALTERNATE FIELD LIGHTING MANUFACTURER SHALL

NOT REQUIRE ADDITIONAL COST TO THE OWNER. IF AN ALTERNATE FIELD LIGHTING

MANUFACTURER IS SUBMITTED BY THE CONTRACTOR THEN THE CONTRACTOR SHALL

SUBMIT FIELD LIGHTING CALCULATIONS, POLE DETAILS, FIXTURE INFORMATION, LAMP

INFORMATION, CONTROL SYSTEM INFORMATION, POWER REQUIREMENTS AND

SYSTEM VOLTAGE REQUIREMENTS, PRIOR TO WORK START, FOR APPROVAL BY

OWNER AND ENGINEER.

A,AMP AMPERE

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AHJ AUTHORITY HAVING JURISDICTION

AIC AMPERE INTERRUPTING CAPACITY

AWG AMERICAN WIRE GAUGE

BFG BELOW FINISHED GRADE

BOS BOTTOM OF STEEL

C CONDUIT, CONDUCTOR

CATV CABLE TELEVISION

CB CIRCUIT BREAKER

CCTV CLOSED CIRCUIT TELEVISION

CPT CONTROL POWER TRANSFORMER

CT CURRENT TRANSFORMER

CU COPPER

DACT DIGITAL ALARM COMMUNICATOR

TRANSMITTER

DB DIRECT BURIED

DISC DISCONNECT

DN DOWN

EMT ELECTRICAL METALLIC TUBING

EWC ELECTRIC WATER COOLER

FAA FIRE ALARM ANNUNCIATOR

FACP FIRE ALARM CONTROL PANEL

FBO FURNISHED BY OTHERS

FU FUSE

FWE FURNISHED WITH EQUIPMENT

GEN GENERATOR

GFCI GROUND FAULT CIRCUIT BREAKER

GND GROUND

HP HORSEPOWER

HTR HEATER

IG ISOLATED GROUND

IMC INTERMEDIATE METAL CONDUIT

K KILO

KCMIL THOUSAND CIRCULAR MILS

KV KILOVOLT

KVA KILOVOLT-AMPERE

KVAR KILOVOLT-AMPERE REACTIVE

KW KILOWATT

KWH KILOWATT-HOUR

LA LIGHTNING ARRESTER

LTG LIGHTING

MC METAL CLAD

MCB MAIN CIRCUIT BREAKER

MFR MANUFACTURER

MI MINERAL INSULATED

MLO MAIN LUG ONLY

MTD MOUNTED

MV MEDIUM VOLTAGE

NC NORMALLY CLOSED

NEC NATIONAL ELECTRICAL CODE

NEG NEGATIVE

NEUT NEUTRAL

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NTS NOT TO SCALE

PF POWER FACTOR

PH PHASE

PVC POLYVINYL CHLORIDE

RGS RIGID STEEL CONDUIT

RSC RIGID STEEL CONDUIT

RTD RESISTANCE TEMPERATURE

DETECTOR

SN SOLID NEUTRAL

STP SHIELDED TWISTED PAIR

STT SHIELDED TWISTED TRIPLET

SWBD SWITCHBOARD

SWGR SWITCHGEAR

TOS TOP OF STEEL

TP TAMPER PROOF

TRANSF TRANSFORMER

TVSS TRANSIENT VOLTAGE

SURGE SUPPRESSER

UNO UNLESS NOTED OTHERWISE

V VOLT

VA VOLT-AMPERE

VAR VOLT-AMPERE REACTIVE

WM WATT METER

WP WEATHER PROOF

XFMR TRANSFORMER

XP EXPLOSION PROOF

LEGEND

CONDUIT TURNING UP

EY CONDUIT SEAL

CONDUIT TURNING DOWN

JUNCTION BOX

CONTROL PANEL

LINE TYPES

EXISTING

NEW

DEMOLITION

J

CP

PPA-XX

CIRCUIT NUMBER

INDICATES PANEL NAME

BRANCH

HOME RUN TO INDICATED PANEL

PHASEPHASE

MAIN CIRCUIT BREAKER

MOUNTING: 

NOTES:

SC RATING:

VOLTAGE: 

65,000 AIC

SURFACE

120/208V 3

SUB-TOTAL

DIRECTORY

FIELD LIGHTING POLE LP-1

4 WIRE

AMP

AMP BUS250

TOTAL kVA

TOTAL kVA   C

TOTAL kVA   B

TOTAL kVA   A

56.7

19.0

18.5

19.2

LOCATION

PANEL NO.

4.5 5 6

9.2 9.0 9.0

11

9

7

GROUND BUS

NEUTRAL BUS

12

10

8

B

4.5

4.5

A B C

kVA LOAD
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R
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.

1

3 50

A

B
K

R
 
A

M
P

S

C
K

T
 
N

O
.

2

4

C

A B C

kVA LOAD

SUB-TOTAL

DIRECTORY

PANEL FL-1

O'CONNELL CENTER

EXTERIOR

4.5

4.5

4.5

FIELD RECEPTACLE SR-1, 3
20

20

20

30" X 48" X 24" DEEP

24" X 36" X 24" DEEP

12" X 24" X 24" DEEP

12" X 18" X 24" DEEP

12" X 12" X 24" DEEP

HANDHOLE SIZING

PROVIDE LABEL "ELECTRICAL" FOR POWER HANDHOLES OR "TELEPHONE" FOR TELEPHONE 

PROVIDE WITH (2) 2 1/2" MOUSEHOLES.

PROVIDE STAINLESS STEEL BOLTS AND INSERTS.

10" x 10" AREA.

COVER AND BOX SHALL WITHSTAND A SERVICE LOAD OF NO LESS THAN 15,000 LBS OVER A 

REINFORCING WITH COMPRESSIVE STRENGTH OF NO LESS THAN 10,000 PSI.

HOUSING SHALL BE A POLYMER CONCRETE REINFORCED WITH A HEAVY WEAVE FIBERGLASS 

5.  

4.  

3.  

2.  

HANDHOLES, OR AS INDICATED.

REQUIRED

BOX WHEN

SECTIONAL

1.  

 HANDHOLE REQUIREMENTS 

9

8

7

6

TYPE

5

CRUSHED ROCK

EARTH

COMPACTED

PULL SLOT

SURFACE

RESISTANT

SKID 

HEX BOLT AND

WASHER

STAINLESS STEEL

COVER

BOX AND

AROUND BOX

CONCRETE RING

250

NEW POWER AND COMMUNICATION DUCTS

AS NOTED

NEW  DUCTS FOR FUTURE FIELD LIGHTING

AS NOTED

EXISTING UNDERGROUND CIRCUIT

4.5

4.5

-

4.5

4.5

4.5

HANDHOLE DETAIL

NONE

A11

DUCTBANK DETAIL

NONE

E11

6
"

6
"

6
"

10"

PANELBOARD, NORMAL POWER

DUPLEX RECEPTACLE

DUPLEX GFCI RECEPTACLE

ENCLOSED CIRCUIT BREAKERECB

TRANSFORMERT

G UNDERGROUND GROUNDING CONDUCTOR

GROUND ROD

50FIELD LIGHTING POLE LP-3

20

20

20

50

50

FIELD LIGHTING POLE LP-2

FIELD LIGHTING POLE LP-4

RECEPTACLE @ PANEL FL-1

SPARE

SPARE

SCOREBOARD

FIELD RECEPTACLE SR-2, 4

SPACE

SPACE

SPACE

SPACE

SPACE

SPACE

-

-

0.2

-

-

-

1.0

0.5

1.0

-

-

-
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SURGE SUPRESSOR

FUTURE PRESS BOX

-
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-

-

-

29
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26

60

ONE-LINE DIAGRAM

NONE

A5

SPACE

EXISTING 500 KVA PAD

MOUNTED TRANSFORMER

FL-1

208Y/120V

250A MCB

EVERSOURCE POWER

TO BUILDING AND FIELD

ELECTRICAL LOADS

2 SETS - 4#4/0 KCMIL & 1#1/0G. COPPER IN

2 1/2" SCHEDULE 80 PVC CONDUIT,

UNDERGROUND

#1/0 COPPER GROUND

10' GROUND RODS

(2 MIN.)

TVSS

LEVEL 1

SURGE

SUPPRESOR

10.0 9.5 10.0

PROVIDE WITH NEMA 3R ENCLOSURE

PROVIDE INTEGRAL SURGE SUPRESSOR

30

FINISHED GRADE

CLEAN FILL

1
'
-
0
"

WARNING TAPE TO BE

MAGNETIC DETECTABLE

TYPE

6
"

6
"

CLEAN SAND,  PROVIDE

CONCRETE ENCASEMENT

WHERE INSTALLED UNDER

PAVED ROADS.

6"

SCH. 80 PVC CONDUITS,

REFER TO ES100 FOR

QUANTITY AND SIZE.

2
4
"
 
M

I
N

.

4"

4
"

6"
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LP-1 LP-2

LP-3 LP-4

SR-4

SR-1

9

8

98 4

73

2

6

1

(TYP.)

8

3

4

FL-1 - 1,3,5 FL-1 - 2,4,6

FL-1 - 7,9,11 FL-1 - 8,10,12

3#2/0kCMIL & 1#6G. - 2"C.3#1 & 1#6G. - 2"C.

3#8 & 1#10G. - 2"C. 3#4 & 1#8G. - 2"C.

FL-1 - 16

2#10 & 1#10G. - 2"C.

FL-1 - 18

2#8 & 1#12G. - 2"C.

2#10 & 1#10G. - 2"C.

5 5

7

SR-2

FL-1 - 18

SR-3

FL-1 - 14

FL-1 - 7,9,11
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2

3

4

5

6

CONDUIT SCHEDULE:

7

8

(2) 2"C. FOR FIELD LIGHTING POWER

(1) 2"C. FOR FIELD LIGHTING POWER

(4) 2"C. FOR FIELD LIGHTING POWER

NOTES:

KEY NOTES:

EXISTING PAD MOUNTED 500 kVA TRANSFORMER.

PROVIDE NEW FEEDER TO NEW PANEL FL-1, ONE SET

OF 

4

250

 KCMIL & 1#4G. - 3"C.  PROVIDE A SPARE 3"C

WITH PULLSTRING.  REFER TO DUCT BANK DETAIL E11

ON E-001.

NEW PANEL FL-1, 250A MCB 208/120V, 30 POLE, IN

NEMA 3R ENCLOSURE, SQUARE-D OR APPROVED

EQUAL. REFER TO PANEL SCHEDULE ON E-001 FOR

MORE INFORMATION.

PROVIDE TWO (2) 2" CONDUIT UNDERGROUND TO

HANDHOLES.  PROVIDE PULL STRINGS FOR ALL

EMPTY CONDUITS.

PROVIDE 12"X24" HANDHOLE FOR TIMING/SCORING

QUAZITE OR EQUAL.  SEE DETAIL A11 ON SHEET

E-001.  LOCATE HANDHOLES WITHIN 24" OF CURB.

PROVIDE GFCI DUPLEX RECEPTACLE AND ALL

ACCESSORIES FOR POWER, CIRCUIT AS SHOWN.

PROVIDE 12"X24"" HANDHOLE FOR LIGHTING

CIRCUITS, QUAZITE OR EQUAL.  SEE DETAIL A11 ON

SHEET E-001.

PROVIDE 12"X24" HANDHOLE FOR TIMING/SCORING

QUAZITE OR EQUAL.  SEE DETAIL A11 ON SHEET

E-001.  LOCATE HANDHOLES WITHIN 24" OF CURB.

PROVIDE POWER AND DATA CONNECTION TO

SCOREBOARD,  CIRCUIT AS SHOWN.  COORDINATE

EXACT LOCATION OF HANDHOLES WITH EQUIPMENT

INSTALLER PRIOR TO ROUGH-IN.

PROVIDE 4" CONDUIT  UNDERGROUND TO HANDHOLE

FOR FUTURE PRESS BOX.

PROVIDE 12"X24"" HANDHOLE FOR FUTURE PRESS

BOX, QUAZITE OR EQUAL.  SEE DETAIL A11 ON SHEET

E-001.

PROVIDE A GFCI DUPLEX RECEPTACLE WITH

WEATHERPROOF "IN-USE" COVER AND CONNECT TO

FL-1 - 13 WITH 2#12 & 1#12G. - 3/4"C.  MOUNT

RECEPTACLE ADJACENT TO THE PANEL.

1

2

1. REFER TO DRAWING E-100 FOR LEGEND AND GENERAL

NOTES.  REFER TO C-001 FOR FIELD DESIGNATIONS.

2. ALL NEW CONDUIT AND ELECTRIC SERVICE TO AVOID

EXISTING TREES AND VEGETATION.  DO NOT IMPACT

DRIP-LINE OF EXISTING TREES.  COORDINATE CONDUIT

ROUTING WITH OTHER EXISTING UNDERGROUND

UTILITIES.

3

4

5

6

7

8

(3) 2"C. FOR FIELD LIGHTING POWER

(2) 2"C. FOR DATA, EMPTY WITH PULL STRING

(3) 2"C. FOR FIELD SCOREBOARD & RECEPTACLE POWER,

(1) EMPTY SPARE WITH PULLSTRING

(4) 2"C. FOR FIELD SCOREBOARD & RECEPTACLE POWER,

(1) EMPTY SPARE WITH PULLSTRING

9

(1) 4"C. EMPTY WITH PULLSTRING FOR FUTURE PRESS BOX

(2) 2"C. FOR FIELD  RECEPTACLE POWER,

(1) EMPTY SPARE WITH PULLSTRING

9

10

11

ISSUED FOR PERMITTING

02-20-19


	Sheets and Views
	24x36


